




Date
Time 9:08 to 9:36
Adress

Diameter of water main (mm) 100mm

Location of flow and pressure hydrants (refer to plan) H1 - asset id H2 - asset id P1 - asset id 

(@toby)

Elevation of hydrants (m) 79.4 80.4 80.25
Vertical height difference between flow and pressure hydrants (m) -0.85 0.15
Static Pressure (kPa) 235

Measured flow (l/s) - individual hydrants 20.1 16.7
Running Pressure (kPa) - individual hydrants 135 135

15.5 10.9

Running Pressure (kPa) - simultaneous hydrants 60

Measured flow (l/s) - simultaneous hydrants
26.4

Tuesday, 27 August 2019

12-26 Oriwa Lane, Levin

uPVC

FLOW TEST RESULTS

Hydrant Fire Flow Test Result




